Lawrence Berkeley National Laboratory
Recent Work

Title
MEASURED ENERGY SAVINGS IN RETROFITTED MULTIFAMILY BUILDINGS

Permalink
https://escholarship.org/uc/item/0bj1z1pk

Authors
Goldman, C.A.
Greely, K.M.

Publication Date
1986
MEASURED ENERGY SAVINGS IN RETROFITTED MULTIFAMILY BUILDINGS

C.A. Goldman and K.M. Greely

January 1986

For Reference
Not to be taken from this room
DISCLAIMER

This document was prepared as an account of work sponsored by the United States Government. While this document is believed to contain correct information, neither the United States Government nor any agency thereof, nor the Regents of the University of California, nor any of their employees, makes any warranty, express or implied, or assumes any legal responsibility for the accuracy, completeness, or usefulness of any information, apparatus, product, or process disclosed, or represents that its use would not infringe privately owned rights. Reference herein to any specific commercial product, process, or service by its trade name, trademark, manufacturer, or otherwise, does not necessarily constitute or imply its endorsement, recommendation, or favoring by the United States Government or any agency thereof, or the Regents of the University of California. The views and opinions of authors expressed herein do not necessarily state or reflect those of the United States Government or any agency thereof or the Regents of the University of California.
MEASURED ENERGY SAVINGS IN RETROFITTED MULTIFAMILY BUILDINGS

Charles A. Goldman and Kathleen M. Greely

Applied Science Division
Lawrence Berkeley Laboratory
University of California
Berkeley, California 94720

January 1986

* The work described in this report was funded by the Assistant Secretary for Conservation and Renewable Energy, Office of Building and Community Systems, Buildings Systems Division of the U.S. Department of Energy under Contract No. DE-AC03-76SF0098.
ABSTRACT

Measured data on the energy savings and cost-effectiveness of conservation measures and practices installed in existing multifamily buildings are compiled and analyzed for over 100 buildings. Factors that explain the range in energy savings are analyzed including energy use before the retrofit, the level of investment, and choice of measures.

Energy savings achieved are typically 10 to 25 percent of pre-retrofit energy use although large variations are observed in energy savings and in costs per unit of energy saved. The median retrofit investment in multifamily buildings is approximately $530 per unit. Many conservation investments are attractive investments from a building owner's perspective: the median real rate of return for buildings in this study is 22 percent. Preliminary results also suggest that some envelope measures (e.g., "shell" packages and window measures) have longer payback periods than many of the heating system retrofit strategies.

KEYWORDS
Energy Conservation, Multifamily buildings, Monitoring, Retrofits
INTRODUCTION

The multifamily sector, consisting of residential buildings with two or more units, comprises almost 27 percent of the U.S. housing stock (in terms of household units). Annual primary energy use in these buildings is approximately 2.8 quads (1 quad = \(10^{15}\) Btu) and directly or indirectly costs U.S. households almost $20 billion. Multifamily buildings vary widely in complexity from single-family style of construction to large office-building type structures. Several studies have identified significant potential for cost-effective energy-efficiency improvements, although documented information on the results of retrofits is not widely available. A 1982 study by the Office of Technology Assessment estimated the conservation potential in the multifamily sector at 1.0 quad per year by the year 2000 (43% of the sector's current energy use), although likely savings are only 0.3 quad, because of the existence of complex technical, information, institutional, and economic barriers.\(^1\) Surveys of multifamily building owners highlight some of these barriers:

1) an unwillingness to invest in costly measures without guaranteed savings
2) problems related to split in economic interest between landlords and tenants,
3) difficulty in obtaining financing for retrofits, and
4) conflicting information on the performance and costs of retrofits.\(^2\)

This study seeks to address one information barrier, the lack of monitored building performance data, by compiling and systematically analyzing measured data on the energy savings and cost-effectiveness of conservation measures and practices installed in existing multifamily buildings.* We also examine the correlation between energy savings and initial pre-retrofit energy intensity, level of investment, and choice of measures and discuss limitations and gaps in the available data.

DATA SOURCES

Information on retrofit projects was obtained from city energy offices, research institutions and national laboratories, public housing authorities, utilities, and from non-profit and for-profit energy service companies. The data collected typically included metered energy consumption, installed retrofit measures and their cost, the price of the space heating fuel the winter after retrofit, and, in most cases, a brief description of the physical characteristics of the buildings (e.g., conditioned floor area, building and heating system type). In most cases, each data point represents one building, except for public housing projects which often have a number of buildings on a utility master meter.

---

* The results are drawn from the Buildings Energy Use Compilation and Analysis (BECA) residential data base at the Lawrence Berkeley Laboratory.
BUILDING CHARACTERISTICS AND RETROFIT MEASURES

Approximately 70 percent of the 101 retrofit projects are low-rise buildings with four stories or less, although a majority of the 36 public housing projects included in this study are high-rise buildings (see Table 1). Almost all of the buildings have central heating systems and are master-metered. Approximately 60 percent of the retrofit projects use gas for the space heating fuel. Eighty-five percent of the buildings are renter-occupied. The sample of buildings in the database is somewhat skewed with respect to geographic location, with clusters of buildings in a few cities/regions. For example, 31 buildings are located in the Minneapolis-St. Paul area, 25 retrofit projects are in New York City, 11 projects are in San Francisco, and 13 projects are located in New Jersey. Floor area per dwelling unit ranges between 750 and 1000 ft$^2$ in over 50 percent of the buildings, while 20 percent of the buildings are between 500 and 750 ft$^2$. Most buildings in the database are small to medium size multifamily buildings; 68 percent are less than 50 units while only 4 buildings have more than 150 units.

Retrofit activity in multifamily buildings lags far behind retrofits of single-family homes. Almost 50 percent of the available measured data comes from publicly-owned or publicly-subsidized multifamily housing. Another 30 buildings were retrofitted as part of the Minneapolis Energy Office’s research/testing program.

At present, most residential retrofits are directed towards improving energy efficiency in the two largest energy consumption end-uses: space heating and domestic water heating. The most popular conservation strategies in our sample of multifamily buildings were various HVAC system retrofits: (Fig. 1a)

- heating system controls such as outdoor resets, high limit outdoor cutout, and aquastat,
- heating system equipment measures such as new burners, vent dampers and turbolators,
- boiler replacements, and
- altered operations and maintenance practices.

Various window retrofit measures, including storm windows and double-glazed thermal break aluminum windows, were also installed frequently. Typically, the cost per dwelling unit for these measures was high ($500 - 1200/unit), although building owners and tenants often cited additional benefits of these retrofits, including improved building appearance, security, and decreased maintenance expenses. In general, envelope measures were implemented far less frequently than heating and hot water system measures. Attic insulation was installed in 15 projects, caulking and weatherstripping was implemented in 11 buildings, and wall insulation in only one building. We suspect that the low implementation rate for shell measures is due in part to physical characteristics of many multifamily buildings (e.g., flat roofs and masonry walls) which make it difficult to insulate. Retrofit strategies designed to reduce hot water energy use include solar hot water
systems (6 buildings), separate domestic hot water boilers, hot water temperature setback, low-flow showerheads, and insulation of water heater tanks and pipes.

The median cost of the retrofits is $534/unit for the buildings in this study. Retrofit costs were under $250/unit in 40 percent of the buildings, which suggests that many building owners confined their retrofit efforts to fairly low-cost measures (Fig. 1b).

METHODOLOGY

The approach used in this study includes three principal elements: (1) normalizing energy use for weather and occupant effects, (2) analysis of the level and range of energy savings, and (3) calculation of the economics of energy savings.

For most retrofit projects, LBL or the original analysts used the Princeton Scorekeeping Method (PRISM) to adjust for the effects of weather. PRISM uses a regression equation to estimate weather-adjusted annual energy use, based on monthly fuel or electricity bills (depending on the space heat fuel) and daily heating degree-days (to different reference temperatures). The utility bills typically include heating energy usage along with other ("baseline") uses of the same fuel. The equation is:

\[ E = a + b H_1(t) \]  

where

- \( E \) is total gas or electricity use,
- \( a \) is the base level use,
- \( b \) is the heating slope, and
- \( H_1 \) is the number of heating degree-days to reference temperature, \( t \).

The base level (a) and heating slope (b) are found by ordinary least squares regression for a range of base temperatures. The "best" base temperature is the one in which the mean-squared error is minimized. The normalized annual consumption (NAC) is then calculated for each period using the parameters a, b, and t:

\[ NAC = 365a + b H_0(t) \]  

where

- \( H_0 \) is the normal-year heating degree days to the best-fit base temperature, \( t \).
The NAC represents consumption which would occur in a year with typical weather conditions.

For some projects, only annual energy consumption data are available rather than monthly utility bills. In these cases, we correct for the varying severity of winter in different years by scaling annual estimated space heat energy use by the ratio of normal-to-actual year heating degree-days (base 65°F). Annual baseload energy use is calculated by scaling estimated summer fuel use to a full year. Summer fuel use is estimated by building owners or from regional and utility data for similar buildings.

For purposes of comparability, energy use at each project is expressed on a per dwelling unit basis. In multifamily buildings, particularly those that house low-income tenants, turnover is often high and occupancy rates vary greatly over time. Changes in energy use may be masked by increases or decreases in the number of occupied (and presumably heated) dwellings. Hence, we adjust for changing occupancy rates when vacancy data are available.

Retrofit costs are "standardized" based on the direct costs to the building owner of contractor-installed measures. An equivalent contractor cost is estimated in those few cases where only materials costs were known (materials cost multiplied by 2.7-3.0). Costs at the time of retrofit are converted to constant dollars (1985$). Two economic indicators are calculated: simple payback time (SPT) and internal rate of return (IRR). SPT is the period required for the undiscounted value of future energy savings (at today's energy prices) to equal the initial cost of the retrofit. The IRR is the rate of interest which, when used to discount the life-cycle costs and savings of an investment, will cause the two to be equal. In calculating the IRR, residential energy prices are assumed to escalate annually at a real rate of 4% (which was a typical assumption at the time most of these retrofits were installed). Conservation investments are amortized over the measures' expected physical lifetimes. Estimated annual operations and maintenance costs are included in addition to the initial investment.

RESULTS

Energy Savings

Median site energy savings per dwelling unit for the 101 retrofit projects are 11.7 MBtu ($10^6$ Btu) per year, or 16 percent of pre-retrofit energy use. Seventy percent of the retrofit projects had savings between 10 and 30 percent (see Fig. 2). Energy savings are correlated fairly strongly with pre-retrofit energy use (correlation = 0.68).

Energy savings are highly variable and vary by a factor of five at any particular investment level (Fig. 3). The sloping reference lines show the minimum energy savings that must be achieved for each level of investment if the retrofit is to be cost-effective compared to national average fuel prices. Investment and energy savings patterns appear quite different for gas- and
oil-heated buildings. This phenomenon can be explained in part due to relative differences in ownership structure and choice of retrofit strategy among gas- and oil-heated buildings in the database. For example, 60 percent of oil-heated data points are retrofits in public housing projects while only 23 percent of the gas-heated data points are public housing complexes. Expensive retrofits (greater than $1000/unit), such as window measures and replacement of existing boilers, were installed much more frequently in oil-heated than gas-heated buildings. In most cases, investments in excess of $1500-2000 per unit are not saving enough energy to justify the additional cost.

Energy savings and cost-effectiveness are strongly influenced by the choice of retrofit strategies. We classified each building in the database by retrofit strategy and then calculated median values for energy savings, total cost, simple payback time and internal rate of return for each strategy (Table 2). Several interesting trends emerge when the data are segmented in this fashion. Preliminary results suggest that, in multifamily buildings, some envelope measures (e.g., "shell" packages and window measures) have longer payback periods than many of the heating system retrofit strategies. It is worth noting that costs associated with HVAC system retrofit strategies span the entire cost spectrum (ranging from $50 to $2400 per unit), as high-cost HVAC system retrofits typically include replacement of the existing heating plant. The most cost-effective retrofit strategies are not always those that produce the highest energy savings. For example, median energy savings were relatively small in buildings that installed heating system controls, although these measures proved to be exceptional investments with a median payback time of just over one year.

Some caveats need to be emphasized with respect to two retrofit strategies, metering conversion and boiler replacement. Tenant metering is not strictly a technical efficiency measure; reduction in energy use is due to changes in occupant behavior. The economics of tenant metering systems appear quite attractive from the perspective of the building owner, based on a sample of 10 low-rise Minnesota buildings. These buildings have hot water baseboard heating systems and individual zone control of the flow of hot water into each apartment. The metering system was used to divide the energy bill among individual apartments on the basis of use. Gas energy use decreased by 15-18 percent compared to pre-retrofit levels. However, if this retrofit is implemented without an ensuing rent reduction, the increase in the tenant's total costs can be quite significant, because space heating costs have been transferred to the tenant. Tenant metering systems raise several difficult institutional and technical issues that need to be considered, including:

1) significant weakening of building owner's incentive to continue efficiency improvements and
2) equitable allocation of energy costs on the basis of actual use (accurately measuring delivered heat, accounting and billing for non-space heating and standby losses, impact of apartment orientation and location on energy use).
In many older multifamily buildings, boiler replacement is done in conjunction with energy efficiency measures. In some cases, the new boilers were designed to be more energy-efficient and could account for a significant fraction of the energy savings, although the relative magnitude cannot be determined because other measures are also installed. Median energy savings are large (21 to 28 MBtu/unit), however payback times are in excess of 10 years in many buildings because costs are high (over $2000/unit).

Cost-Effective Retrofit Strategies

Typical retrofit practice is to install a set of measures concurrently but we have compiled data for a subsample of buildings in which only one measure was implemented. Particularly cost-effective individual retrofit measures are shown in Table 3 and summarized in the following paragraphs.

Preliminary results suggest that high-efficiency, condensing pulse-combustion boilers are an extremely attractive boiler replacement option for certain large multifamily properties. Thirty-two modular, residential-size (150 kBtu/hour each), gas-fired boilers were installed at a New Jersey low-rise public housing project to supply space heat and domestic hot water. Eight of the modular boilers supply hot water to a 500-gallon storage tank during the summer. Energy savings were approximately 50%, although the results are based on only 6 months of post-retrofit data. One possible drawback of this retrofit, which might limit its applicability to other buildings, is the very high noise level. At this project, the equipment is located in a separate boiler building, hence noise is not a major concern, although it might be a problem where boilers are located near living quarters.

Outdoor resets and cutout controls were installed in nine, apartment buildings with gas-fired hydronic boilers located in the Minneapolis-St. Paul area. The master-metered buildings are all three-story walkups, and were constructed in the mid-1960's and early 1970's. They are of wood-frame construction with lightly insulated walls and roofs, double-glazed windows, and central heating and domestic hot water systems. Initial retrofit costs were quite low ($10-20/unit), space heat savings were significant (approximately 13 percent), and paybacks were very short (roughly one year). The results suggest that an outdoor reset is probably the most cost-effective retrofit for hydronically heated apartment buildings with cast-iron boilers.

Vent dampers were a particularly cost-effective retrofit strategy in four low-rise Minneapolis buildings, with simple payback times ranging from one to two years. The heating systems were run alternatively with the vent dampers operating and then deactivated at two-week intervals throughout the 1984-85 heating season. Submetered space heat energy use data were collected by installing on-time meters to record the burner firing time, along with one-time measurements of the firing rate. Two of the buildings had large brick-set, site-built, gas-fired steam boilers with
vents connected to brick masonry chimneys. Custom-made electronic vent dampers were installed in the boilers used for space heating. The other two buildings had gas-fired, atmospheric, hydronic boilers and vent dampers were also installed on the hot water heaters. All boilers used electronic ignition which allowed the vent dampers to be tightly closed. Space heat energy savings ranged between 10 and 16 percent in the four buildings.

Energy management control systems have also proved to be quite effective in large public housing projects in New Jersey and Minnesota. A microcomputer-based boiler control system was installed at the New Jersey projects. The system consists of remote temperature sensors located in selected apartments on each floor of the building and at one outdoor location. The computer controls heating system pumps and boilers, based on periodic readings, to maintain comfortable temperatures (73°F) in each apartment. Space heat savings were higher at the project with hot water distribution system compared to a similar project with a steam-heated distribution system (44 versus 26 percent).

The New York City Housing Authority replaced incandescent hall and stairwell lights with 20-watt fluorescent fixtures in a 159-unit building. This retrofit provided an impressive return on investment with a payback time of 1.4 years, although we have measured results from only one building.

DISCUSSION

It is also important to discuss limitations and gaps in the available measured data. It is difficult to accurately estimate space heat savings when energy data are limited to total billed consumption before and after a retrofit. Retrofit evaluations rarely submeter heating energy use or monitor inside temperatures. The use of secondary heating equipment or changes in occupant behavior might go undetected, masking the actual effect of the retrofit. It is also difficult to compare energy performance across buildings when key physical parameters are either missing, or not reported in a consistent fashion, as is the case for conditioned floor area. A detailed building description and operating profile, based on standardized energy audit procedures, and operating profile would be very useful, making it much easier to account for physical differences among buildings prior to retrofit.

It is worth noting that energy savings are based in most cases on only one year of energy use data after a retrofit. Measured data on the persistence of energy savings over multi-year periods are needed in order to validate engineering estimates of retrofit lifetimes, a factor that can be as crucial to cost-effectiveness as first-year savings. Long-term tracking of occupied buildings, however, magnifies the problem of accounting for changes in operating conditions, occupancy, or the effect of additional retrofits. Successful projects will almost surely require direct monitoring of major household end-uses and inside temperatures.
CONCLUSION

Data on energy consumption, retrofit cost, and physical descriptions of each building have been compiled on over 100 multi-family buildings. Energy savings achieved are typically 10 to 25 percent of pre-retrofit energy use although large variations are observed in energy savings and in costs per unit of energy saved. The median retrofit investment in multi-family buildings is approximately $530 per unit. Many conservation investments are attractive investments from a building owner's perspective: the median real rate of return for buildings in this study is 22 percent, which compares quite favorably with real rates of return from tax-free bonds (3-5%). Preliminary results also suggest that, in multifamily buildings, some envelope measures (e.g., "shell" packages and window measures) have longer payback periods than many of the heating system retrofit strategies. Finally, we are beginning to compile documented evidence on some particularly cost-effective retrofit strategies segmented by building and heating system type (e.g., outdoor resets for cold-climate buildings with hydronic, cast-iron boiler systems).

This study is part of an on-going project (BECA); data contributions from readers are welcomed.

ACKNOWLEDGEMENT

The work described in this paper was funded by the Assistant Secretary for Conservation and Renewable Energy, Office of Building and Community Systems, Building Systems Division of the U.S. Department of Energy under Contract No. DE-AC03-76SF00098.

REFERENCES


Table 1. Building and demographic characteristics.

<table>
<thead>
<tr>
<th>No. of Projects</th>
<th>No. of Projects</th>
</tr>
</thead>
<tbody>
<tr>
<td>Building Type:</td>
<td>Climate Zone:</td>
</tr>
<tr>
<td>High-Rise</td>
<td>1 (&gt; 7000 HDD) .. 35</td>
</tr>
<tr>
<td>Low-Rise</td>
<td>2 (5500-7000 HDD) 13</td>
</tr>
<tr>
<td></td>
<td>3 (4000-5500 HDD) 42</td>
</tr>
<tr>
<td></td>
<td>4 (&lt;4000 HDD) .... 11</td>
</tr>
<tr>
<td>Heating System Type:</td>
<td>Occupancy:</td>
</tr>
<tr>
<td>Central</td>
<td>Family.............. 28</td>
</tr>
<tr>
<td>Individual Unit</td>
<td>Senior............... 8</td>
</tr>
<tr>
<td></td>
<td>Adults Only........ 10</td>
</tr>
<tr>
<td></td>
<td>Mixed.............. 23</td>
</tr>
<tr>
<td>Space Heat Fuel:</td>
<td>Ownership:</td>
</tr>
<tr>
<td>Natural Gas</td>
<td>Renter-Occupied ... 85</td>
</tr>
<tr>
<td>Oil</td>
<td>Owner-Occupied ... 11</td>
</tr>
<tr>
<td>Electricity</td>
<td></td>
</tr>
<tr>
<td>Mixed Fuel</td>
<td></td>
</tr>
</tbody>
</table>

a Total number of projects is 101; information is not available for some building characteristics.

b Low-Rise = 4 stories or less.

c "Mixed Fuel" means that either two fuels are used for space heating (typically gas and oil, depending on availability), or that fuel switching occurred after the retrofit.


e "Mixed" occupancy projects house a combination of the above categories.
<table>
<thead>
<tr>
<th>Retrofit Strategy</th>
<th>Number of Projects</th>
<th>Median Site Energy Savings (MBtu/unit-yr.)</th>
<th>Median Total Cost per Unit (1985 $)</th>
<th>Median SPT (years)</th>
<th>Median IRR (%)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Heating Controls</td>
<td>18 [5268]</td>
<td>6.5 ±2.6</td>
<td>48 ±58</td>
<td>1.2 ±0.5</td>
<td>95</td>
</tr>
<tr>
<td>System Packages b</td>
<td>13 [278]</td>
<td>20.3 ±4.9</td>
<td>177 ±146</td>
<td>1.9 ±1.0</td>
<td>47</td>
</tr>
<tr>
<td>System and Shell Packages</td>
<td>6 [138]</td>
<td>51.7 ±13.0</td>
<td>1141 ±358</td>
<td>2.2 ±1.6</td>
<td>50</td>
</tr>
<tr>
<td>EMCS c</td>
<td>4 [2858]</td>
<td>14.0 ±17.7</td>
<td>818 ±133</td>
<td>3.0 ±1.4</td>
<td>27</td>
</tr>
<tr>
<td>Shell Packages</td>
<td>14 [3397]</td>
<td>6.4 ±4.3</td>
<td>609 ±206</td>
<td>8.3 ±4.9</td>
<td>7</td>
</tr>
<tr>
<td>Distribution System Conversion d</td>
<td>7 [118]</td>
<td>23.7 ±12.5</td>
<td>780 ±1277</td>
<td>8.9 ±3.6</td>
<td>17</td>
</tr>
<tr>
<td>Window Measures</td>
<td>10 [11073]</td>
<td>11.0 ±1.2</td>
<td>1090 ±112</td>
<td>15.6 ±2.4</td>
<td>10</td>
</tr>
<tr>
<td>Solar DHW</td>
<td>6 [388]</td>
<td>2.3 ±3.6</td>
<td>568 ±21</td>
<td>38.5 ±57.0</td>
<td>0</td>
</tr>
<tr>
<td>Metering Conversion e</td>
<td>11 [2983]</td>
<td>10.6 ±4.4</td>
<td>228 ±5</td>
<td>1.4 ±0.3</td>
<td>57</td>
</tr>
<tr>
<td>Boiler Replacement &amp; Controls</td>
<td>5 [588]</td>
<td>27.9 ±25.8</td>
<td>2191 ±1237</td>
<td>5.5 ±8.3</td>
<td>19</td>
</tr>
<tr>
<td>Boiler Replacement &amp; Windows</td>
<td>7 [393]</td>
<td>21.0 ±5.3</td>
<td>2434 ±204</td>
<td>17.2 ±2.2</td>
<td>2</td>
</tr>
</tbody>
</table>

a Results given are median values plus standard error (se) of the sample median. Standard error of the sample median is computed from:

\[
se \{ \text{median} (X) \} = \frac{IQ (X)}{N^{0.5}}
\]

where IQ is the interquartile range and N is the number of projects.

b "Packages" refer to sets of retrofit measures implemented at the same time, so that the savings attributable to individual retrofits cannot be determined. Systems packages are retrofits to space heat and hot water systems. Shell packages means that various envelope measures were implemented (e.g., insulation, caulking and weatherstripping, storm windows).

c EMCS refers to energy management control systems.

d At these projects, the heating distribution system was converted from steam to hot water.

e The category "Metering Conversion" includes conversion of electricity billing from master-metered to individual unit submetering and installation of tenant metering systems that divide total gas use in an apartment building on the basis of indicators that are proxies for the amount of heat delivered (e.g., number of hours that the thermostat calls for heat).
Table 3. Cost-effective individual retrofit measures.

<table>
<thead>
<tr>
<th>Retrofit Strategy</th>
<th>Location</th>
<th>Number of Projects [No. of Units]</th>
<th>Annual Energy Savings (MBtu/unit)</th>
<th>SPT (years)</th>
</tr>
</thead>
<tbody>
<tr>
<td>High-Eff. Boiler&lt;sup&gt;b&lt;/sup&gt;</td>
<td>NJ</td>
<td>1 [112]</td>
<td>95.4</td>
<td>50</td>
</tr>
<tr>
<td>Outdoor Reset/</td>
<td>MN</td>
<td>9 [227]</td>
<td>5.0 (±2.3)</td>
<td>13</td>
</tr>
<tr>
<td>Cutout Controls</td>
<td></td>
<td></td>
<td>(±2.3)</td>
<td></td>
</tr>
<tr>
<td>Vent Dampers</td>
<td>MN</td>
<td>4 [88]</td>
<td>9.4 (±7.3)</td>
<td>12</td>
</tr>
<tr>
<td>EMCS&lt;sup&gt;c&lt;/sup&gt;</td>
<td>NJ, MN</td>
<td>3 [1192]</td>
<td>26.2 (±1.8)</td>
<td>24</td>
</tr>
<tr>
<td>Fluorescent Lighting&lt;sup&gt;d&lt;/sup&gt;</td>
<td>NY</td>
<td>1 [159]</td>
<td>793</td>
<td>62&lt;sup&gt;e&lt;/sup&gt;</td>
</tr>
</tbody>
</table>

<sup>a</sup> Results are mean value for number of projects with standard deviation given in parentheses.

<sup>b</sup> "High-efficiency boilers" are condensing pulse combustion modular boilers.

<sup>c</sup> EMCS are energy management control systems that control boiler operation based on indoor apartment temperatures.

<sup>d</sup> Conversion of public-area lighting from incandescent to fluorescent.

<sup>e</sup> Percent savings refers to decrease in electricity used for lighting.
Fig. 1. Relative frequency with which retrofit measures were installed in multifamily buildings along with distribution of retrofit costs for buildings in the database. Retrofit code is: IA, attic insulation; CW, caulking and weatherstripping; DR, storm doors; WM, window measures; WR, window replacement; HR, heating system replacement; HS, heating system retrofit; CM, computerized heating control system; SH, solar space heat; OM, operations and maintenance; WH, water heating retrofit; SW, solar domestic hot water; LC, lighting controls; LR, lighting replacement; and MC, metering conversion.
Multifamily Retrofit Projects

Fig. 2. Annual energy savings as a function of pre-retrofit energy use in 96 multifamily projects. Electricity use is expressed in terms of site energy, 3413 Btu per kWh.
Fig. 3. Annual resource energy savings are compared to the total cost of the retrofit investment in 91 multifamily buildings. In most cases, the savings include reductions in all end uses of the space heat fuel (i.e., domestic hot water, cooking). The sloping reference lines show the minimum energy savings that must be achieved for each level of investment if the retrofit is to be cost-effective compared to national average fuel prices. This minimum is calculated as the present value of the energy purchases that would be necessary if the retrofit was not installed, assuming a 15-year lifetime, constant ($1985) energy prices, and a 7% real discount rate. Electricity is measured in resource units of 11500 Btu per kWh.
This report was done with support from the Department of Energy. Any conclusions or opinions expressed in this report represent solely those of the author(s) and not necessarily those of The Regents of the University of California, the Lawrence Berkeley Laboratory or the Department of Energy.

Reference to a company or product name does not imply approval or recommendation of the product by the University of California or the U.S. Department of Energy to the exclusion of others that may be suitable.