Title
Estimating the Energy Use and Efficiency Potential of U.S. Data Centers

Permalink
https://escholarship.org/uc/item/1475d9h0

Author
Masanet, Eric R.

Publication Date
2012-05-18
Pre-Publication Copy:

Estimating the Energy Use and Efficiency Potential of U.S. Data Centers

Eric R. Masanet, Richard E. Brown, Arman Shehabi, Jonathan G. Koomey, and Bruce Nordman

Environmental Energy Technologies Division

May 2011

This work was supported by the U.S. Environmental Protection Agency, Climate Protection Partnerships Division, Office of Air and Radiation, under U.S. Department of Energy Contract No. DE-AC02-05CH11231. The authors gratefully acknowledge data support from IDC.
Disclaimer

This document was prepared as an account of work sponsored by the United States Government. While this document is believed to contain correct information, neither the United States Government nor any agency thereof, nor The Regents of the University of California, nor any of their employees, makes any warranty, express or implied, or assumes any legal responsibility for the accuracy, completeness, or usefulness of any information, apparatus, product, or process disclosed, or represents that its use would not infringe privately owned rights. Reference herein to any specific commercial product, process, or service by its trade name, trademark, manufacturer, or otherwise, does not necessarily constitute or imply its endorsement, recommendation, or favoring by the United States Government or any agency thereof, or The Regents of the University of California. The views and opinions of authors expressed herein do not necessarily state or reflect those of the United States Government or any agency thereof, or The Regents of the University of California.

Ernest Orlando Lawrence Berkeley National Laboratory is an equal opportunity employer.
ACKNOWLEDGEMENTS

This work was supported by the U.S. Environmental Protection Agency, Climate Protection Partnerships Division, Office of Air and Radiation, under U.S. Department of Energy Contract No. DE-AC02-05CH11231. The authors gratefully acknowledge data support from IDC.
ABSTRACT
Data centers are a significant and growing component of electricity demand in the United States. This paper presents a bottom up model that can be used to estimate total data center electricity demand within a region as well as the potential electricity savings associated with energy efficiency improvements. The model is applied to estimate 2008 U.S. data center electricity demand and the technical potential for electricity savings associated with major measures for IT devices and infrastructure equipment. Results suggest that 2008 demand was approximately 69 billion kilowatt-hours (1.8% of 2008 total U.S. electricity sales) and that it may be technically feasible to reduce this demand by up to 80% (to 13 billion kilowatt-hours) through aggressive pursuit of energy efficiency measures. Measure-level savings estimates are provided, which shed light on the relative importance of different measures at the national level. Measures applied to servers are found to have the greatest contribution to potential savings.

Keywords: data centers; energy demand modeling; energy efficiency; information technology

Please use the following citation for this report:
TABLE OF CONTENTS
ABSTRACT .................................................................................................................................... ii
TABLE OF CONTENTS ............................................................................................................... iii
TABLE OF FIGURES ................................................................................................................... iii
TABLE OF TABLES .................................................................................................................. iii
1 Introduction ............................................................................................................................. 1
2 Methodology ........................................................................................................................... 3
  2.1 Servers .............................................................................................................................. 4
  2.2 External storage ................................................................................................................ 8
  2.3 Network devices ............................................................................................................... 9
  2.4 Infrastructure equipment ................................................................................................ 10
3 Scenario and Data Assumptions ........................................................................................... 11
  3.1 Baseline variables ........................................................................................................... 11
  3.2 Scenario assumptions ..................................................................................................... 12
4 Results and Discussion ......................................................................................................... 15
References ..................................................................................................................................... 20

TABLE OF FIGURES
Figure 1: Relationships between utilization, system power, and DFVS state ......................... 6
Figure 2: Efficiency measure contributions to electricity savings ............................................. 18

TABLE OF TABLES
Table 1: Typical characteristics of data center space types ..................................................... 3
Table 2: Baseline variable assumptions ................................................................................... 12
Table 3: Scenario variable assumptions ................................................................................... 13
Table 4: U.S. data center electricity use (billion kWh/year) by space type ............................... 17
Estimating the Energy Use and Efficiency Potential of U.S. Data Centers

Eric R. Masanet, Richard E. Brown, Arman Shehabi, Jonathan G. Koomey, and Bruce Nordman

Environmental Energy Technologies Division

May 2011

Please use the following citation for this report:

1 Introduction

As the world shifts from paper-based and analog information systems to digital information management, data centers have become essential to nearly every sector of the global economy. Data centers are facilities that contain information technology (IT) devices used for data processing (servers), storage (storage devices), and communications (network devices). Data centers also contain so-called “infrastructure equipment,” which typically consists of specialized power conversion and backup equipment (to ensure a reliable electricity source), and environmental control equipment (to maintain acceptable temperature and humidity conditions). In the past decade, there has been rapid growth in the number and size of U.S. data centers, with a correspondingly steep rise in electricity demand to power their operations [1-3]. The most recent estimates for U.S. data centers suggest that between 2000 and 2006, their electricity demand more than doubled to approximately 61 billion kilowatt-hours (kWh) [4], or to around 1.6% of 2006 U.S. electricity sales [5].

The rapid rise and growing national significance of this electricity demand has placed increased attention on strategies for improving the energy efficiency of data center operations [4, 6-8]. One prominent example is Public Law 109-431 [9], which in 2007 directed the U.S. Environmental Protection Agency (EPA) to assess U.S. data center electricity demand trends and efficiency opportunities in consultation with a wide audience of IT industry stakeholders. The assessment resulted in a 2007 peer-reviewed report to the U.S. Congress—hereafter referred to as the “EPA study”—containing projections of U.S. data center energy demand under different efficiency scenarios [4]. The EPA study also contained policy recommendations for promoting greater data center efficiency.

Despite the growing importance of U.S. data center energy use and efficiency, only the EPA study and a handful of other publications comprise the current peer-reviewed, quantitative literature on these topics. These publications are summarized in [3]. Among the most recent of these studies are two by Koomey [1, 2], which presented a bottom-up (i.e., technology based) model of U.S. data center electricity use based on server installation data from market research firm International Data Corporation (IDC), measured power data by server class, and estimates of infrastructure equipment energy use in 2005. The general bottom-up approach from Koomey [1-2] was expanded and refined in the 2007 EPA study [4], which further modeled the energy use of storage and network devices within data centers, and also allowed for estimation of energy demand in different data center space types. A novel feature of this model was its ability to estimate the potential electricity savings associated with a select set of broad data center efficiency improvements. The EPA study projected that U.S. data center electricity demand was likely to grow from 61 billion kWh in 2006 to over 107 billion kWh in 2011 in the absence of accelerated efficiency improvements [4]. The study further estimated that 2011 electricity demand could be reduced by as much as 70% through adoption of energy efficient technologies and operating practices.

This paper builds on the previous work by Koomey [1-3] and the EPA study [4] in several important ways. First, it documents a concise new mathematical modeling framework for estimating data center energy use and efficiency potentials at different geographic scales, which can be replicated and refined by others. The approach improves the analytical cohesiveness and transparency of the initial model developed for the EPA study, based on extensive feedback from
the study’s stakeholder group. The improved model should be accessible to a wider audience, and can be refined as better facility and technology data become available. Second, it provides new insights into the electricity saving potentials and relative importance of specific efficiency measures, whereas the initial model developed in the EPA study only estimated savings associated with broad, non measure-specific improvements in aggregate fashion. Specifically, the improved model presented here allows one to estimate efficiency potentials associated with discrete efficiency measures applied to different classes of IT devices and infrastructure equipment, and in different space types. Third, this paper applies the improved model to generate the most recent (2008) estimates of both U.S. data center electricity demand and the potential electricity savings associated with nationwide efficiency improvements. These estimates are generated using the most recent available data on the installed base of IT devices and efficiency measures in U.S. data centers. These estimates should prove more relevant to current research and debates about U.S. data center energy use and efficiency opportunities than previously published estimates.
2 Methodology

The data center energy model presented here employs a bottom up modeling approach, which is described in general form by Equation 1. The approach facilitates analysis of energy demand in five data center space types: server closets, server rooms, localized data centers, mid-tier data centers, and enterprise-class data centers. The characteristics and technology assumptions associated with these data center space types are summarized in Table 1.

### Table 1: Typical characteristics of data center space types

<table>
<thead>
<tr>
<th>Space type</th>
<th>Typical size (ft²)</th>
<th>Typical IT device characteristics</th>
<th>Typical infrastructure equipment characteristics</th>
</tr>
</thead>
<tbody>
<tr>
<td>Server closet</td>
<td>&lt;200</td>
<td>1-2 servers, No external storage</td>
<td>Typically conditioned through an office heating, ventilation, and air conditioning (HVAC) system. Environmental conditions are not as tightly maintained as for other data center types. HVAC energy efficiency associated with server closets is probably similar to the efficiency of office HVAC systems.</td>
</tr>
<tr>
<td>Server room</td>
<td>&lt;500</td>
<td>A few to dozens of servers, No external storage</td>
<td>Typically conditioned through an office HVAC system, with additional cooling capacity, probably in the form of a split system specifically designed to condition the room. The cooling system and power backup equipment are typically of average or low efficiency because there is no economy of scale to make efficient systems more first-cost competitive.</td>
</tr>
<tr>
<td>Localized data center</td>
<td>&lt;1,000</td>
<td>Dozens to hundreds of servers, Moderate external storage</td>
<td>Typically use under-floor or overhead air distribution systems and a few in-room air conditioning (AC) units. AC units in localized data centers are more likely to be air cooled and have constant-speed fans and are thus relatively low efficiency. Operational staff is likely to be minimal, which makes it likely that equipment orientation and airflow management are not optimized. Air temperature and humidity are tightly monitored. However, power and cooling redundancy may reduce overall system efficiency.</td>
</tr>
<tr>
<td>Mid-tier data center</td>
<td>&lt;5,000</td>
<td>Hundreds of servers, Extensive external storage</td>
<td>Typically use under-floor air distribution and in-room AC units. The larger size of the center relative to those listed above increases the probability that efficient cooling, e.g., a central chilled water plant and central air handling units with variable speed fans, is used. Staff at this size data center may be aware of equipment orientation and airflow management best practices. However, power and cooling redundancy may reduce overall system efficiency.</td>
</tr>
<tr>
<td>Enterprise-class data center</td>
<td>5,000+</td>
<td>Hundreds to thousands of servers, Extensive external storage</td>
<td>The most efficient equipment is expected to be found in these large data centers. Along with efficient cooling, these data centers may have energy management systems. Equipment orientation and airflow management best practices are most likely implemented. However, enterprise-class data centers are designed with maximum redundancy, which can reduce the benefits gained from the operational and technological efficiency measures.</td>
</tr>
</tbody>
</table>

*Source: Derived from [4] and [10]*

This level of spatial disaggregation was chosen because many U.S. servers are expected to be located in server closets and server rooms [10], which have different technology characteristics—and, hence, different efficiency opportunities—than larger data centers. It also facilitates better characterization of electricity costs and potential cost savings, since server closets, server rooms, and localized data centers are often subject to commercial rates whereas larger data centers are often subject to (usually much lower) industrial rates [5].
Equation 1 estimates data center demand as a function of four variables that account for the electricity use of servers, external storage devices, network devices, and infrastructure equipment. These variables are calculated for each space type using equations and assumptions described in the subsections that follow. In Equation 1, the total electricity use of IT devices within a given space type is determined through summation of the electricity use of servers, external storage devices, and network devices (i.e., the term in brackets). The total electricity use of IT devices is then multiplied by an assumed power utilization effectiveness (PUE) for that space type. The PUE—which is defined as the ratio of total data center energy use to IT device energy use—is a common metric that accounts for the electricity use of infrastructure equipment[11, 12]. The variables in Equation 1 depend on several parameters related to the adoption of energy efficiency measures as described below. This functionality allows the model to estimate current electricity demand (based on present day adoption of efficiency measures) as well as potential electricity savings in different measure deployment scenarios. The measures included in the model capture the major classes of data center equipment and operations efficiency strategies identified in the EPA study[4], which extensively reviewed such strategies.

An important note is that a number of calculations in the model are made relative to static baseline values that reflect current data center characteristics. This allows estimation of electricity savings potentials between scenarios in a consistent manner. It also reflects a reality in available data; namely, most data on energy saving measures are expressed relative to current data center practices (e.g., a percent reduction) rather than on an energy intensity basis (e.g., kWh per computation). Defining energy intensity metrics for data centers is a complex undertaking due to the diversity of services provided; much work is needed before such metrics are available. For clarity, baseline variables in the model are labeled with a “hat” in the remainder of this paper.

### 2.1 Servers

Servers are the workhorses of the data center, and as such represent the most significant component (ranging from 50% to over 90%) of IT device electricity demand in all space types [1-4]. Correspondingly, servers are the target of numerous efficiency measures. Equation 2 is used to estimate server electricity use by space type based on server class, the number of servers
in each space type, and the annual electricity use per server in each class. The model adopts
three server class definitions from IDC based on unit sales prices: volume servers (<$25,000),
mid-range servers ($25,000 to $500,000), and high-end servers ($>500,000). These definitions
are used due to the availability of IDC data on U.S. server installations by class [13] and recent
power data by class [1-4].

Equation 2 estimates the number of installed servers in each class using a baseline value—
defined as the current number of installed servers—divided by a “device reduction ratio.” The
device reduction ratio accounts for the relative reduction in servers that can occur via efficiency
strategies that minimize server counts, such as virtualization, consolidation of applications, and
legacy server removal [4]. For example, a device reduction ratio of 3 indicates that three servers
have been replaced by one server (i.e., a 3:1 reduction ratio). Annual electricity use per server is
estimated using Equations 3-6, which reflect the relationships between server electricity use and
the adoption of key efficiency measures.

\[ E_{ij}^s = \frac{\hat{N}_{ij}^s}{\rho_{ij}^s} e_{ij}^s \]

\[ E_{ij}^s = \text{Electricity used by servers of class } i \text{ in space type } j \text{ (kWh/year)} \]
\[ \hat{N}_{ij}^s = \text{Baseline number of servers of class } i \text{ installed in space type } j \]
\[ \rho_{ij}^s = \text{Device reduction ratio for servers of class } i \text{ in space type } j \]
\[ e_{ij}^s = \text{Annual electricity use per server of class } i \text{ in space type } j \text{ (kWh/year)} \]

Specifically, the potentials for three major efficiency strategies are characterized: (1) use of
efficient server hardware; (2) use of dynamic frequency and voltage scaling (DFVS); and (3)
reducing the number of physical servers. Efficient server hardware refers broadly to hardware
measures such as high efficiency power supplies, multiple-core processors, more efficient
memory, and variable speed fans [4]. Equation 3 expresses the net effect of such measures
relative to baseline server electricity use for each server class. DFVS is a common energy saving
feature that allows a processor’s clock speed to ramp down during intervals of low utilization,
thereby reducing power use. The fractions of a server population with efficient hardware and
DFVS enabled can be varied in Equation 3 to estimate server electricity use at different levels of
measure adoption.

\[ e_{ij}^s = \hat{e}_{ij}^s (\alpha_{ij}^s (y_{ij}^s - 1) + 1)(\beta_{ij}^s \delta_{ij}^s + (1 - \beta_{ij}^s)\delta'^{''}_{ij}) \]

\[ e_{ij}^s = \text{Annual electricity use per server of class } i \text{ in space type } j \text{ (kWh/year)} \]
\[ \hat{e}_{ij}^s = \text{Baseline annual electricity use per server of class } i \text{ in space type } j \text{ (kWh/year)} \]
\[ \alpha_{ij}^s = \text{Fraction of servers of class } i \text{ in space type } j \text{ with energy efficient hardware} \]
\[ \gamma_{ij}^s = \text{Ratio of efficient server to baseline server electricity use for servers of class } i \text{ in space type } j \]

\[ \beta_{ij} = \text{Fraction of servers of class } i \text{ in space type } j \text{ with dynamic voltage scaling enabled} \]

\[ \delta_{ij}, \delta''_{ij} = \text{DFVS and utilization factors} \]

The net effect of reducing the number of physical servers is captured in Equation 3 through two “DFVS and utilization factors.” These two factors account for the dynamic relationship between the number of installed servers that exist after device reduction initiatives, the average processor utilization of these remaining servers, and the use of DFVS. Figure 1 plots a representative relationship between server power use, processor utilization, and the state of DVFS (i.e., enabled or disabled) [14]. In virtualization initiatives, several physical servers are replaced by “virtual” servers that reside on a single physical “host” server. An important implication is that the processor utilization of the remaining host servers will rise due to the increased computational demand necessary to support the virtual servers. As is evident in Figure 1, the rise in processor utilization will lead to an increase in system power use, and the magnitude of this increase depends on the DFVS state (particularly at lower utilization). Despite the increase in server electricity use that accompanies virtualization, data centers can realize substantial electricity savings through large reductions in the number of servers.

**Figure 1: Relationships between utilization, system power, and DFVS state**

![Graph showing relationships between utilization, system power, and DFVS state](image-url)
Equations 4 and 5 calculate the DFVS and utilization factors based on server power-utilization functions such as those illustrated in Figure 1. For simplicity, and based on available data in [14] and [4], these functions are assumed to be linear and are thus described using slopes and y-axis intercepts in the model (values assumed in this paper are shown in Figure 1).

\[
\delta_{ij}' = \frac{m_{on}^{ij} u_{ij} + b_{on}^{ij}}{m_{off}^{ij} \hat{u}_{ij} + b_{off}^{ij}}
\]

- \(m_{on}^{ij}\) = Slope of power-utilization function (DFVS enabled) for server class \(i\) in space type \(j\)
- \(u_{ij}\) = Post-reduction processor utilization per server of class \(i\) in space type \(j\) (%)
- \(b_{on}^{ij}\) = Y-intercept of power-utilization function (DFVS enabled) for server class \(i\) in space type \(j\)
- \(m_{off}^{ij}\) = Slope of power-utilization function (DFVS disabled) for server class \(i\) in space type \(j\)
- \(\hat{u}_{ij}\) = Baseline processor utilization for active servers of class \(i\) in space type \(j\) (%)
- \(b_{off}^{ij}\) = Y-intercept of power-utilization function (DFVS disabled) for server class \(i\) in space type \(j\)

\[
\delta_{ij}'' = \frac{m_{off}^{ij} u_{ij} + b_{off}^{ij}}{m_{off}^{ij} \hat{u}_{ij} + b_{off}^{ij}}
\]

- \(m_{off}^{ij}\) = Slope of power-utilization function (DFVS disabled) for server class \(i\) in space type \(j\)
- \(u_{ij}\) = Post-reduction processor utilization per server of class \(i\) in space type \(j\) (%)
- \(b_{off}^{ij}\) = Y-intercept of power-utilization function (DFVS disabled) for server class \(i\) in space type \(j\)
- \(\hat{u}_{ij}\) = Baseline processor utilization for active servers of class \(i\) in space type \(j\) (%)

The average utilization per server after device reduction is calculated via Equation 6. The post-reduction utilization is a function of four variables: (1) the device reduction ratio for servers (defined as the baseline number of installed servers divided by the number that remain after server reduction); (2) the baseline utilization of active servers prior to reduction; (3) the fraction of removed servers that are legacy servers; and (4) the average utilization “overhead” of virtualization software. Legacy servers are those that are functionally obsolete (e.g., hosting applications that are no longer used) but still draw power. Although the presence of legacy servers varies greatly by data center, some industry analysts suggest that they can comprise up to 10% (or more) of the server population at a typical large data center [22]. For simplicity, it is
assumed that legacy servers have negligible utilization and will be completely eliminated in server reduction efforts; thus, they have no effect on post-reduction processor utilization. The utilization overhead variable accounts for the processor utilization increase necessary to run virtualization software on the remaining host servers. This software overhead is in addition to utilization increases related to the computational demands of virtual servers.

\[ u_{ij} = \hat{u}_{ij} \rho_{ij}^\delta (1 - \hat{\theta}_{ij}^\delta) + \hat{u}_{ij} \]  

(6)

- \( u_{ij} \) = Post-reduction processor utilization per server of class \( i \) in space type \( j \) (%)
- \( \hat{u}_{ij} \) = Baseline processor utilization for active servers of class \( i \) in space type \( j \) (%)
- \( \rho_{ij}^\delta \) = Device reduction ratio for servers of class \( i \) in space type \( j \)
- \( \hat{\theta}_{ij}^\delta \) = Baseline fraction of servers of class \( i \) in space type \( j \) that are legacy servers
- \( \hat{u}_{ij} \) = Post-reduction processor utilization overhead per server of class \( i \) in space type \( j \) (%)

Equations 3-6 are designed to assess efficiency opportunities for volume and mid-range servers, which account for the vast majority (95%) of U.S. server electricity use [1-4]. Efficiency opportunities for high-end servers may be more limited, since they typically incorporate efficient hardware appropriate for their applications (e.g., high efficiency power supplies) and operate at high utilization (making DFVS less applicable) [4]. However, the approach is equally valid for high-end servers with the appropriate assumptions (see Section 3).

### 2.2 External storage

Equation 7 is used to estimate the electricity use of external storage devices by space type. The electricity use of external storage is expressed as a function of the baseline (i.e., current) number of installed devices, the device reduction ratio, baseline storage device electricity use, and assumed adoption levels of key efficiency measures. Equation 7 characterizes the savings potentials associated with two broad efficiency strategies: (1) efficient storage devices and management; and (2) reducing the number of external storage devices. Efficient storage devices and management refers to measures aimed at improving the efficiency of both the physical device (e.g., a switch to high efficiency hard disk drives (HDDs)) and data management (e.g., tiered storage and/or spinning down HDDs). Device reduction strategies for external storage include such measures as data de-duplication, virtualization, and increasing capacity utilization [4].

Equation 7 can assess of any type of external storage device; however, the model currently focuses on external HDD storage and related efficiency opportunities. While tape storage systems are used in many data centers, a lack of data on the installed base and average electricity use of tape storage devices precluded their inclusion in the current model. Further, the electricity use of tape storage is expected to be small compared to that of external HDDs, which themselves only account for around 5% of current U.S. data center demand [3, 4].
\[ E_j^{ST} = \frac{\tilde{N}_j^{ST}}{\rho_j^{ST}} \hat{e}_j^{ST} \left( 1 + \alpha_j^{ST} (\gamma_j^{ST} - 1) \right) \]

\( E_j^{ST} = \) Electricity used by external storage devices in space type \( j \) (kWh/year)
\( \tilde{N}_j^{ST} = \) Baseline number of external storage devices installed in space type \( j \)
\( \rho_j^{ST} = \) Device reduction ratio for external storage in space type \( j \)
\( \hat{e}_j^{ST} = \) Baseline annual electricity use per external storage device in space type \( j \) (kWh/year)
\( \alpha_j^{ST} = \) Fraction of energy efficient external storage devices in space type \( j \)
\( \gamma_j^{ST} = \) Ratio of efficient external storage device to baseline external storage device electricity use in space type \( j \)

### 2.3 Network devices

Robust data on the number of installed network devices in U.S. data centers, and their average electricity use, are currently not available in the public domain. Existing reports, audits, and white papers mainly document the relative contribution of network devices to total electricity use at specific facilities [4]. Thus, the model estimates the electricity use of network devices as a fraction of total IT electricity demand for each space type using Equation 8 (rather than in the bottom-up fashion used for servers and storage devices). In this way, the model enables the use of available (albeit limited) data on network devices in a manner that is consistent with the way those data are reported. Still, Equation 8 could be used to coarsely estimate the effects of network efficiency improvements by adjusting downward the network device scaling term (i.e., the second term within the brackets).

\[ E_j^N = \sum_j \left[ \left( \sum_i E_i^S + E_j^{ST} \right) \left( \frac{\varepsilon_j^N}{1 - \varepsilon_j^N} \right) \right] \]

\( E_j^N = \) Electricity used by network devices in space type \( j \) (kWh/year)
\( E_i^S = \) Electricity used by servers of class \( i \) in space type \( j \) (kWh/year)
\( E_j^{ST} = \) Electricity used by external storage devices in space type \( j \) (kWh/year)
\( \varepsilon_j^N = \) Ratio of network device to total IT device electricity use in space type \( j \) (kWh/kWh)
2.4 Infrastructure equipment

The electricity use of infrastructure equipment is estimated via an assumed PUE for each space type. Equation 9 is used to calculate each PUE, based on assumptions for the electricity use of four major infrastructure system components: power transformers, uninterruptable power supplies (UPSs), cooling systems, and lighting. The cooling systems component represents the broadest class of infrastructure equipment in the model. It refers to primary refrigeration units (e.g., air conditioners and water chillers), coolant pumps, fans and air handlers, cooling towers, and similar equipment. Because the types and configurations of such equipment vary greatly across data centers, cooling system electricity use is represented in aggregate by space type. The effects of efficiency measures are estimated through changes to the ratio of component to IT device energy demand in Equation 9.

\[
PUE_j = 1 + \sum_{k} e_{jk}^l
\]

(9)

\begin{align*}
PUE_j &= \text{PUE of infrastructure equipment in space type } j \text{ (kWh/kWh)} \\
e_{jk}^l &= \text{Ratio of electricity use by infrastructure system component } k \text{ in space type } j \text{ to IT device electricity use in space type } j \text{ (kWh/kWh)}
\end{align*}

Because the PUE is a commonly-used metric [9], its use enables the model to leverage reported PUE values from data center audits and benchmarking initiatives [12, 16]. However, given its simplistic nature, the PUE is more appropriate for estimating data center energy use in the aggregate than for assessing or comparing the energy use or efficiency of individual facilities [9, 15].
3 Scenario and Data Assumptions

The data center energy model was used to estimate: (1) current (2008) electricity demand of U.S. data centers; and (2) the technically achievable minimum demand assuming maximum adoption of select efficiency measures. These are referred to as the “current demand” and “efficient” scenarios, respectively. The difference between the two scenarios represents the technical potential for electricity savings associated with the selected measures. Technical potentials serve as an upper bound on savings from a technical feasibility perspective; as such, they do not consider factors that may limit the adoption of measures at individual data centers. Such factors could include return on investment criteria, early retirement of existing capital, or perceived risk.

The scenario assumptions are discussed below. All assumptions are based on the best-available data in the public domain as of early 2010. For a number of modeling input data in the current demand scenario, the EPA study [4] remains the most credible (and often only) source of information. As described in Section 1, few sources of peer-reviewed data exist in the literature and the EPA study represents the most comprehensive resource for bottom-up, technology-based data among these sources. Furthermore, many of the EPA study data were supplied by the IT industry directly or through industry-led surveys, and all final variable assumptions were subjected to peer review by dozens of IT and data center industry experts. Thus, for many data the EPA study provides reasonable consensus on national average values. Where available, the scenarios employed more recent data as indicated below.

3.1 Baseline variables

As discussed in Section 2, the model includes static baseline values that reflect current data center characteristics. Assumptions for these variables are summarized in Table 2.

Baseline numbers of installed servers ($N_{ij}^S$) were derived using 2008 market data from IDC [13] and estimated distribution data for server classes across space types previously published in [10]. Based on these data, an estimated total of 12.3 million servers were installed as of 2008. Approximately 97% of these were volume servers and nearly 50% were assumed to be in the largest two space types.

A total 2008 population of 16.4 million external HDDs ($N_{j}^{ST}$) was estimated using market data from IDC [4] and information supplied by a major HDD manufacturer [17]. This total was distributed proportionally across the three largest space types based on installed servers to arrive at the estimates in Table 2.

Baseline IT device electricity use estimates ($\hat{e}_{ij}^S$ and $\hat{e}_{j}^{ST}$) were derived from published server [1-3] and external HDD [4, 17] power data. Baseline processor utilization ($\hat{u}_{ij}$) and legacy server fractions ($\hat{\theta}_{ij}^L$) were derived from data center survey responses and feedback obtained during the EPA study [4].
Table 2: Baseline variable assumptions

<table>
<thead>
<tr>
<th>IT Device</th>
<th>Server closet</th>
<th>Server room</th>
<th>Localized</th>
<th>Mid-tier</th>
<th>Enterprise</th>
</tr>
</thead>
<tbody>
<tr>
<td>( \bar{N}_i^9 ) = Number of installed servers (1,000)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Volume</td>
<td>2,090</td>
<td>2,380</td>
<td>2,040</td>
<td>1,840</td>
<td>3,600</td>
</tr>
<tr>
<td>Mid-range</td>
<td>0</td>
<td>18</td>
<td>58</td>
<td>52</td>
<td>240</td>
</tr>
<tr>
<td>High-end</td>
<td>0</td>
<td>0</td>
<td>3</td>
<td>2</td>
<td>12</td>
</tr>
</tbody>
</table>

\( \bar{N}_j^{ST} = Number of installed external storage devices (1,000) \) [4,17]

| External HDD       | 0             | 0           | 4,390     | 3,960    | 8,050      |

\( \bar{e}_i^{ST} = Average annual electricity use per server (kWh/year) \) [1-3]

| Volume             | 2,060 (for all space types) |
| Mid-range          | 6,910 (for all space types) |
| High-end           | 81,400 (for all space types) |

\( \bar{u}_i^{ST} = Average processor utilization (%) \) [4]

| Volume             | 10 (for all space types) |
| Mid-range          | 20 (for all space types) |
| High-end           | 70 (for all space types) |

\( \bar{h}_i^{ST} = Fraction of servers that are legacy servers \) [4]

| Volume             | 0.05 (for all space types) |
| Mid-range          | 0 (for all space types)    |
| High-end           | 0 (for all space types)    |

\( \bar{e}_j^{ST} = Average annual electricity use per external storage device (kWh/year) \) [4,17]

| External HDD       | 240 (for all space types) |

Note: Data sources are indicated by bracketed reference numbers.

### 3.2 Scenario assumptions

Assumptions for the remaining variables are summarized in Table 3, which lists values in the current demand scenario followed by those in the efficient scenario (in parentheses). When a variable does not change between scenarios, only one value is listed; this allows for easy identification of values that change between scenarios, and by how much.

Server device reduction ratios \( (\rho_i^9) \) in Table 3 combine the effects of virtualization, application consolidation, and legacy server removal. By default, all server device reduction ratios equal 1 in the current demand scenario. This does not imply that no server reductions have occurred to date; rather, such reductions are already included in the baseline installed server numbers. Adjustments to these ratios in the efficient scenario reflect additional server reductions that could be achieved moving forward. In the efficient scenario, the assumed device reduction ratio for volume servers is 2 for server closets and 5 for all other space types. These values are based on the EPA study [4], which concluded that post-reduction server utilization is not likely to exceed 50%-60% in many facilities to ensure a capacity buffer. A device reduction ratio of 2 is assumed for mid-range servers in the efficient scenario, since virtualization is increasingly being applied to this server class (with the same assumed capacity buffer constraint).

The post-reduction utilization overhead per server \( (\bar{u}_i) \) equals zero in the current demand scenario, which assumes that baseline utilization values include existing virtualization software overhead. A value of 10% is assumed in the efficient scenario, commensurate with full
deployment of virtualization across the post-reduction populations of volume and mid-range servers. While virtualization overhead can vary based on software, operating system, and device architecture, a 10% national value was deemed reasonable by stakeholders in the EPA study [4].

Table 3: Scenario variable assumptions

<table>
<thead>
<tr>
<th>Data center space type</th>
<th>Server closet</th>
<th>Server room</th>
<th>Localized</th>
<th>Mid-tier</th>
<th>Enterprise</th>
</tr>
</thead>
<tbody>
<tr>
<td>( \rho_{ij}^S ) = Device reduction ratio for servers [4]</td>
<td>Volume</td>
<td>1 (2)</td>
<td>1 (5)</td>
<td>1 (5)</td>
<td>1 (5)</td>
</tr>
<tr>
<td></td>
<td>Mid-range</td>
<td>1</td>
<td>1 (2)</td>
<td>1 (2)</td>
<td>1 (2)</td>
</tr>
<tr>
<td></td>
<td>High-end</td>
<td>1</td>
<td>1</td>
<td>1</td>
<td>1</td>
</tr>
<tr>
<td>( \hat{u}_{ij} ) = Average post-reduction processor utilization overhead per server (%) [4]</td>
<td>Volume</td>
<td>0 (10)</td>
<td>0 (10)</td>
<td>0 (10)</td>
<td>0 (10)</td>
</tr>
<tr>
<td></td>
<td>Mid-range</td>
<td>0 (10)</td>
<td>0 (10)</td>
<td>0 (10)</td>
<td>0 (10)</td>
</tr>
<tr>
<td></td>
<td>High-end</td>
<td>0</td>
<td>0</td>
<td>0</td>
<td>0</td>
</tr>
<tr>
<td>( \gamma_{ij}^S ) = Ratio of efficient server electricity use to baseline server electricity use [18]</td>
<td>Volume</td>
<td>0.7</td>
<td>0.7</td>
<td>0.7</td>
<td>0.7</td>
</tr>
<tr>
<td></td>
<td>Mid-range</td>
<td>1</td>
<td>1</td>
<td>1</td>
<td>1</td>
</tr>
<tr>
<td></td>
<td>High-end</td>
<td>1</td>
<td>1</td>
<td>1</td>
<td>1</td>
</tr>
<tr>
<td>( \alpha_{ij}^S ) = Fraction of servers with energy efficient hardware [4]</td>
<td>Volume</td>
<td>0.05 (1)</td>
<td>0.05 (1)</td>
<td>0.05 (1)</td>
<td>0.05 (1)</td>
</tr>
<tr>
<td></td>
<td>Mid-range</td>
<td>0</td>
<td>0</td>
<td>0</td>
<td>0</td>
</tr>
<tr>
<td></td>
<td>High-end</td>
<td>0</td>
<td>0</td>
<td>0</td>
<td>0</td>
</tr>
<tr>
<td>( \beta_{ij}^S ) = Fraction of servers with DFVS enabled [23]</td>
<td>Volume</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
</tr>
<tr>
<td></td>
<td>Mid-range</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
</tr>
<tr>
<td></td>
<td>High-end</td>
<td>0</td>
<td>0</td>
<td>0</td>
<td>0</td>
</tr>
<tr>
<td>( \rho_{ij}^{ST} ) = Device reduction ratio for external storage devices [24]</td>
<td>External HDD</td>
<td>1</td>
<td>1</td>
<td>1 (2)</td>
<td>1 (2)</td>
</tr>
<tr>
<td>( \alpha_{ij}^{ST} ) = Fraction of external storage devices that is energy efficient [4]</td>
<td>External HDD</td>
<td>0</td>
<td>0</td>
<td>0.1 (1)</td>
<td>0.1 (1)</td>
</tr>
<tr>
<td>( \gamma_{ij}^{ST} ) = Ratio of efficient storage device electricity use to baseline storage device electricity use</td>
<td>External HDD</td>
<td>1</td>
<td>1</td>
<td>0.65</td>
<td>0.65</td>
</tr>
<tr>
<td>( \varepsilon_{ij}^N ) = Ratio of network device electricity use to total IT device electricity use [25]</td>
<td>Network devices</td>
<td>0.05</td>
<td>0.1</td>
<td>0.1</td>
<td>0.1</td>
</tr>
<tr>
<td>( \varepsilon_{ik}^I ) = Ratio of infrastructure system component electricity use to IT device electricity use [1-4,12,18,19]</td>
<td>Transformer</td>
<td>0</td>
<td>0.05 (0.03)</td>
<td>0.05 (0.03)</td>
<td>0.05 (0.03)</td>
</tr>
<tr>
<td></td>
<td>UPS</td>
<td>0</td>
<td>0.20 (0.1)</td>
<td>0.20 (0.1)</td>
<td>0.20 (0.1)</td>
</tr>
<tr>
<td></td>
<td>Cooling</td>
<td>0.95 (0.48)</td>
<td>0.73 (0.36)</td>
<td>0.73 (0.16)</td>
<td>0.73 (0.16)</td>
</tr>
<tr>
<td></td>
<td>Lighting</td>
<td>0.05 (0.11)</td>
<td>0.02 (0.01)</td>
<td>0.02 (0.01)</td>
<td>0.02 (0.01)</td>
</tr>
</tbody>
</table>

Note: Each cell lists the variable value assumed in the current demand scenario followed by the value assumed in the efficient scenario (in parentheses). When an assumed value does not change between scenarios, only one value is listed. Data sources are indicated by bracketed reference numbers.
Device reduction strategies are not expected to be applicable to high-end servers, given that such servers are expected to operate at high utilization levels [4]. Thus, device reduction ratios and post-reduction utilization overhead values for these servers were set to 1 and zero, respectively.

The two scenarios focus on efficient hardware measures for volume servers only. Therefore, no hardware efficiency improvements are assumed between scenarios for mid-range and high-end servers; the ratios of efficient server to baseline server electricity use ($\gamma_{ij}^{S}$) equal 1 and the fractions of servers with efficient hardware ($\alpha_{ij}^{S}$) equal zero for both server classes.

For volume servers, the ratio of efficient server to baseline server electricity use equals 0.7. This implies a 30% hardware efficiency improvement, which is based on analyses supporting the recent ENERGY STAR Tier 2 Computer Server Specification [18]. The fraction of volume servers with efficient hardware in the current demand scenario equals 0.05, based on recent market availability of high efficiency servers from several manufacturers and projections for U.S. sales of such servers in [4]. The efficient scenario assumes that all volume servers have efficient hardware.

DFVS is assumed to be applicable to volume and mid-range, but not to high-end, servers, as discussed in Section 2. In the current demand scenario, the fraction of servers with DFVS enabled ($\beta_{ij}^{S}$) equals 0.1 for volume and mid-range servers, and zero for high-end servers. These values are based on industry data [23], which suggest that current use of DFVS is quite low despite its widespread availability. The efficient scenario assumes full DFVS use for all volume and mid-range servers.

External HDDs are expected to be rare in server closets and server rooms (see Table 1). For these two space types, the device reduction ratios for storage devices ($\rho_{j}^{ST}$) equal 1, the ratios of efficient to baseline storage electricity use ($\gamma_{j}^{ST}$) equal 1, and the fraction that is energy efficient ($\alpha_{j}^{ST}$) equals zero.

For the other three space types, an achievable HDD reduction ratio of 2 is assumed in the efficient scenario. This value assumes an average capacity utilization of 30%, and that this could be doubled (to 60%) via storage virtualization, data de-duplication, and improved capacity management [24]. The ratio of efficient to baseline storage electricity use equals 0.65 for these three space types in light of two efficiency trends. First, HDD hardware efficiency can be improved through selective adoption of newer high efficiency HDD technologies (e.g., small form factor HDDs). Second, tiered storage and HDD idling technologies can spin drives down based on data classification and access demands. No robust data exist on the energy savings of these combined strategies; thus, a 35% efficiency improvement was assumed based on data from the EPA study [4, 24]. The current fraction of HDDs operating at this efficiency level was assumed to be low (0.1), based on industry feedback in the EPA study [4]. The efficient scenario assumes that all HDDs will operate at this efficiency level.

The ratio of network device to IT device electricity use ($\epsilon_{j}^{N}$) equals 0.05 for server closets, and 0.1 for other space types, based on industry data [25]. These ratios do not change between scenarios based on two simplifying assumptions. First, it is assumed that the number of network ports (and hence network energy use) will decrease proportionally with server counts. It is
possible that some data centers would install additional ports on “host” servers to provide additional capacity on network links. However, it is assumed in the efficient scenario that the number of added ports would be small compared to the number of ports eliminated. Second, network equipment manufacturers and researchers are actively pursuing hardware design and management measures to improve the energy efficiency of network devices (see for example [26]). As a preliminary estimate, it was assumed that efficiency gains through such measures could help maintain a constant network device to IT device electricity use ratio in all space types (despite significant reductions in server and storage energy use due to server and storage efficiency improvements). As better bottom-up data emerge on network device energy use and efficiency options, however, these simplifying assumptions should be reassessed.

The ratios of infrastructure system component to IT device electricity use ($e_{ik}$) correspond to a PUE of 2 for all space types in the current demand scenario. Although PUE values vary widely by facility, a national average of 2 aligns with industry consensus [1-4] and available audit data [12, 18]. All infrastructure component ratios in the current demand scenario were based on the EPA study [4]. In server closets, the PUE is assumed to be a function of two components: building heating, ventilation, and air conditioning (HVAC) systems for IT device heat removal, and lighting (see Table 1).

In the efficient scenario, infrastructure component ratios reflect nationwide average PUE values of 1.6 for server closets, 1.5 for server rooms, and 1.3 for localized, mid-tier, and enterprise data centers. For server closets and server rooms, average building HVAC efficiency improvements of 50% were deemed feasible based on recent U.S. data for commercial buildings [19]. For localized, mid-tier, and enterprise data centers, the following improvements were assumed [4]: transformer efficiency improvement from 95% to 98%; UPS efficiency improvement from 80% to 90%; and a shift to cooling best practices (e.g., free cooling, cooling towers, variable-speed air handlers and pumps, and variable-speed drive chillers with economizers). These improvements lead to a nationwide average PUE of 1.3 in these three space types, which aligns well with highly efficient facilities in recent benchmarking studies [12, 16].

Efficiency improvements to transformers and UPS equipment in server rooms were assumed to be similar to those in the larger space types. The component ratios for lighting in the efficient scenario assume that lighting needs are proportional to the number of installed servers, and that lighting efficiency improves by 25% [19].

4 Results and Discussion

Table 4 summarizes the results for the current demand and efficient scenarios by IT device, infrastructure system component, and space type. Also provided is a corresponding summary of technical potentials for electricity savings (i.e., the difference between scenario results).

Current electricity demand is estimated at 69 billion kWh, or around 1.8% of 2008 nationwide electricity sales [5]. This represents a 13% increase from 2006 demand (61 billion kWh) [4]. The increase is largely explained by growth in installed servers, from approximately 11 million in 2006 [4] to over 12.3 million in 2008 [13]. As in previous studies [1-4], volume servers and cooling systems are by far the largest components of electricity use; together they accounted for over 70% of current demand. One third of total demand is estimated to occur in the nation’s largest (enterprise) data centers.

15
Despite continued growth in data center electricity demand, the results for the efficient scenario suggest that deep savings may be achieved through aggressive pursuit of energy efficiency. The technical potential is estimated at approximately 56 billion kWh—an 80% reduction and an amount that is more than double the annual electricity use of Los Angeles (26 billion kWh) [20]. The cost savings from such a reduction would be substantial. Based on 2008 U.S. average electricity rates—10.28 cents/kWh for commercial and 7.01 cents/kWh for industrial buildings—annual electricity costs would be reduced from $5.9 billion to $1.1 billion [5]. These results suggest both widespread inefficiencies in current data center operations and the availability of technologies and operating practices that could reduce these inefficiencies significantly. Substantial electricity savings are achievable across all space types, but clearly the largest three (and enterprise data centers in particular) account for the majority of potential savings.

The most significant demand reductions are associated with volume servers and cooling systems, which is expected given their contributions to current data center electricity use (see Table 4). However, Figure 2 reveals the dominant role that server measures play in reducing electricity use. It plots the average contribution to electricity savings of the efficiency measures assessed by the model. Savings by measure are presented in rank order for IT devices (the top half of Figure 2, in blue) and infrastructure equipment (the bottom half, in orange). Clearly seen is the dominant role that reduced demand for IT device heat removal and power provision plays in minimizing infrastructure equipment electricity use (indicated in Figure 2 by “reduced IT device demand”). Of the 31.1 billion kWh infrastructure equipment demand reduction, 25.1 billion kWh are attributable to simply eliminating the need for infrastructure services through reduced IT demand. These results underscore the importance of the well-known “dual benefit” effect of reducing IT device electricity use.

Figure 2 also sheds light on the relative importance of the measures in the current model. Measures for servers offer by far the greatest potential for reducing electricity demand, largely due to device reduction and the adoption of ENERGY STAR compliant volume servers. Considering the “dual benefit” effect, server measures accounted for approximately 70% of the estimated savings. These results underscore the critical importance of efficiency measures for servers in U.S. data centers. Measures for storage devices and the reduction in required network ports accounted for 20% of IT electricity savings.

---

1 This effect can be visualized via Equation 1 and a simple example. Consider a data center with 100 units of IT device energy demand and a PUE of 2. Equation 1 estimates total data center energy demand of 200 units of energy (100 units for IT devices, 100 units for infrastructure systems). If IT device energy demand is halved (i.e., reduced by 50 units), and the PUE stays constant, total data center energy demand is also halved (i.e., reduced to 100 units: 50 units for IT devices and 50 units for infrastructure systems). Implicit in this effect is the assumption that a data center’s temperature set point remains constant (i.e., reduced heat generation by IT devices will lead to reduced cooling system demand to maintain a constant space temperature).
Table 4: U.S. data center electricity use (billion kWh/year) by space type

<table>
<thead>
<tr>
<th>Data center space type</th>
<th>Server closet</th>
<th>Server room</th>
<th>Localized</th>
<th>Mid-tier</th>
<th>Enterprise</th>
<th>Total</th>
<th>% of Total</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Current demand (2008) scenario</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Volume servers</td>
<td>4.1</td>
<td>4.7</td>
<td>4.0</td>
<td>3.6</td>
<td>7.1</td>
<td>23.7</td>
<td>34%</td>
</tr>
<tr>
<td>Mid-range servers</td>
<td>0.0</td>
<td>0.1</td>
<td>0.4</td>
<td>0.4</td>
<td>1.6</td>
<td>2.5</td>
<td>4%</td>
</tr>
<tr>
<td>High-end servers</td>
<td>0.0</td>
<td>0.0</td>
<td>0.2</td>
<td>0.2</td>
<td>1.0</td>
<td>1.4</td>
<td>2%</td>
</tr>
<tr>
<td>Storage devices</td>
<td>0.0</td>
<td>0.0</td>
<td>1.0</td>
<td>0.9</td>
<td>1.8</td>
<td>3.7</td>
<td>5%</td>
</tr>
<tr>
<td>Network devices</td>
<td>0.2</td>
<td>0.5</td>
<td>0.6</td>
<td>0.6</td>
<td>1.3</td>
<td>3.2</td>
<td>5%</td>
</tr>
<tr>
<td>Transformer</td>
<td>0.0</td>
<td>0.3</td>
<td>0.3</td>
<td>0.3</td>
<td>0.6</td>
<td>1.5</td>
<td>2%</td>
</tr>
<tr>
<td>UPS</td>
<td>0.0</td>
<td>1.1</td>
<td>1.3</td>
<td>1.1</td>
<td>2.6</td>
<td>6.0</td>
<td>9%</td>
</tr>
<tr>
<td>Cooling</td>
<td>4.1</td>
<td>3.9</td>
<td>4.6</td>
<td>4.1</td>
<td>9.4</td>
<td>26.1</td>
<td>38%</td>
</tr>
<tr>
<td>Lighting</td>
<td>0.2</td>
<td>0.1</td>
<td>0.1</td>
<td>0.1</td>
<td>0.3</td>
<td>0.8</td>
<td>1%</td>
</tr>
<tr>
<td>Total</td>
<td>8.7</td>
<td>10.7</td>
<td>12.6</td>
<td>11.3</td>
<td>25.7</td>
<td>69.0</td>
<td>100%</td>
</tr>
<tr>
<td>% of Total</td>
<td>13%</td>
<td>16%</td>
<td>18%</td>
<td>16%</td>
<td>37%</td>
<td>100%</td>
<td></td>
</tr>
<tr>
<td><strong>Efficient scenario</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Volume servers</td>
<td>1.4</td>
<td>0.8</td>
<td>0.7</td>
<td>0.6</td>
<td>1.2</td>
<td>4.6</td>
<td>36%</td>
</tr>
<tr>
<td>Mid-range servers</td>
<td>0.0</td>
<td>0.1</td>
<td>0.2</td>
<td>0.2</td>
<td>0.8</td>
<td>1.3</td>
<td>10%</td>
</tr>
<tr>
<td>High-end servers</td>
<td>0.0</td>
<td>0.0</td>
<td>0.2</td>
<td>0.2</td>
<td>1.0</td>
<td>1.4</td>
<td>11%</td>
</tr>
<tr>
<td>Storage devices</td>
<td>0.0</td>
<td>0.0</td>
<td>0.3</td>
<td>0.3</td>
<td>0.6</td>
<td>1.3</td>
<td>10%</td>
</tr>
<tr>
<td>Network devices</td>
<td>0.1</td>
<td>0.1</td>
<td>0.2</td>
<td>0.1</td>
<td>0.4</td>
<td>0.9</td>
<td>7%</td>
</tr>
<tr>
<td>Transformer</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.1</td>
<td>0.2</td>
<td>2%</td>
</tr>
<tr>
<td>UPS</td>
<td>0.0</td>
<td>0.1</td>
<td>0.2</td>
<td>0.1</td>
<td>0.4</td>
<td>0.8</td>
<td>6%</td>
</tr>
<tr>
<td>Cooling</td>
<td>0.7</td>
<td>0.3</td>
<td>0.3</td>
<td>0.2</td>
<td>0.6</td>
<td>2.2</td>
<td>17%</td>
</tr>
<tr>
<td>Lighting</td>
<td>0.2</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.2</td>
<td>2%</td>
</tr>
<tr>
<td>Total</td>
<td>2.3</td>
<td>1.4</td>
<td>2.0</td>
<td>1.8</td>
<td>5.2</td>
<td>12.8</td>
<td>100%</td>
</tr>
<tr>
<td>% of Total</td>
<td>18%</td>
<td>11%</td>
<td>16%</td>
<td>14%</td>
<td>41%</td>
<td>100%</td>
<td></td>
</tr>
<tr>
<td><strong>Technical potential for electricity savings</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Volume servers</td>
<td>2.7</td>
<td>3.9</td>
<td>3.4</td>
<td>3.1</td>
<td>6.0</td>
<td>19.1</td>
<td>34%</td>
</tr>
<tr>
<td>Mid-range servers</td>
<td>0.0</td>
<td>0.1</td>
<td>0.2</td>
<td>0.2</td>
<td>0.8</td>
<td>1.2</td>
<td>2%</td>
</tr>
<tr>
<td>High-end servers</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0.0</td>
<td>0%</td>
</tr>
<tr>
<td>Storage devices</td>
<td>0.0</td>
<td>0.0</td>
<td>0.7</td>
<td>0.6</td>
<td>1.2</td>
<td>2.5</td>
<td>4%</td>
</tr>
<tr>
<td>Network devices</td>
<td>0.1</td>
<td>0.4</td>
<td>0.5</td>
<td>0.4</td>
<td>0.9</td>
<td>2.4</td>
<td>4%</td>
</tr>
<tr>
<td>Transformer</td>
<td>0.0</td>
<td>0.2</td>
<td>0.3</td>
<td>0.2</td>
<td>0.5</td>
<td>1.3</td>
<td>2%</td>
</tr>
<tr>
<td>UPS</td>
<td>0.0</td>
<td>1.0</td>
<td>1.1</td>
<td>1.0</td>
<td>2.2</td>
<td>5.2</td>
<td>9%</td>
</tr>
<tr>
<td>Cooling</td>
<td>3.4</td>
<td>3.6</td>
<td>4.3</td>
<td>3.9</td>
<td>8.7</td>
<td>24.0</td>
<td>43%</td>
</tr>
<tr>
<td>Lighting</td>
<td>0.1</td>
<td>0.1</td>
<td>0.1</td>
<td>0.1</td>
<td>0.2</td>
<td>0.6</td>
<td>1%</td>
</tr>
<tr>
<td>Total</td>
<td>6.4</td>
<td>9.3</td>
<td>10.5</td>
<td>9.5</td>
<td>20.5</td>
<td>56.2</td>
<td>100%</td>
</tr>
<tr>
<td>% of Total</td>
<td>11%</td>
<td>17%</td>
<td>19%</td>
<td>17%</td>
<td>36%</td>
<td>100%</td>
<td></td>
</tr>
</tbody>
</table>

Note: values may not sum to 100% due to rounding.
Although savings for infrastructure equipment are largely attributable to IT device efficiency, Figure 2 shows that meaningful savings can be realized through infrastructure measures. Improved cooling efficiency is the most important measure, followed by improved UPS efficiency. Electricity savings from transformer and lighting measures are relatively minor, given already high transformer efficiencies and the minor contribution of lighting to facility electricity use.

There are several caveats associated with Figure 2. First, the importance and relative contribution of individual measures will vary by data center, depending on installed equipment, operating practices, space type, location, and other unique factors. Thus, Figure 2 data should be interpreted only as estimates of national average measure contributions across all data center space types. Second, the relative contribution of measures can change based on the order in which they are applied. Figure 2 shows the average contribution of each measure based on multiple model runs, which applied measures in different orders. Third, although the relative contribution of infrastructure measures is fairly small, such measures may yield substantial savings in some data centers. Many data centers have significantly reduced electricity demand through such simple improvements as operating at higher temperature set points and improving air flow. However, the relative contribution of infrastructure measures declines with increasing IT device efficiency due to the “dual benefit” effect.

It is useful to compare results to the EPA study [4]. In its most aggressive “state of the art” technology scenario, the EPA study estimated a nationwide electricity savings potential of around 70%. The somewhat higher estimate of electricity savings in this paper is attributable to two key methodological differences. First, the improved model presented here includes
efficiency measures (e.g., mid-range server virtualization, storage efficiency improvements, and ENERGY STAR servers) that were not modeled in the EPA study. Second, the technical potentials presented in this study assume 100% penetration of the stated efficient PUE by space type, whereas the EPA study applied its efficient PUE assumptions to only 50% of data centers within each space type. A penetration of 50% was used in the EPA study as a lower bound on technical potential for infrastructure systems to acknowledge that such improvements may only during major equipment upgrades, facility expansions, or new facility construction. Indeed, there are a number of economic, information, and institutional barriers to realizing the full technical potential presented here; such barriers (many are not unique to data centers, and many can be overcome) are discussed in [4], [6], and [27]. Still, the technical potentials presented here are useful for illustrating the full potential of technologies available to data center operators, and for underscoring the extent of the performance gap between technically-achievable energy efficiency and real-world practice.

As with any model, the quality and utility of the results depend critically on the availability of credible input data. While the analyses presented here utilized best available data from a wide range of public and industry sources, the robustness of many data could not be verified due to lack of peer-reviewed sources for calibration. Furthermore, a thorough quantitative treatment of uncertainty is not yet possible, given the predominance of point estimates (rather than credible ranges) for many data in the model. Given the bottom up nature of the model, improved data on installed device numbers, additional device/equipment classes, and device/equipment electricity use in different space types would particularly improve its accuracy. Improved data on tape storage and network devices would further improve the comprehensiveness of the model. Lastly, the model focuses on electricity use and efficiency. If the use of other fuels becomes more significant (e.g., natural gas engine driven compressors or steam-based absorption chillers) [15], the model can be expanded.

Finally, it is important to understand the macro-economic context of data center services. Electricity used in data centers enables structural transformations in the economy that can save energy and reduce resource use [28]. For example, a recent analysis comparing the impacts of downloading music to buying it on compact disc (CD) found substantial (40-80%) savings in carbon emissions for downloads compared to the best case for physical CDs [21]. Moving bits is usually preferable to moving atoms, and while minimizing the direct electricity use of data centers is important, it is also critical to understand the macro-economic system benefits enabled by data centers.
References


Please use the following citation for this report: